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6 Hazen Drive, P.O. Box 95, Concord, NH 03302-0095

(603) 271-2457 FAX (603) 271-7894

,ETTER OF DEFICIENCY
WMB PBF 03-09
March 10,2003

Mr. Al Parchuck
Salem Athletic Club
16 Manor Parkway
Salem, New Hampshire 03079

Dear Mr. Parchuck:

The Department of Environmental Services, Water Division ("DES") is required by RSA 485-A:26 to
operate a program to ensure the health and safety of the public when using public bathing facilities such as
pools and spas. To implement this program, DES has adopted administrative rules Env-Ws 1101-1105 to
specify the design, operation, and maintenance requirements for public bathing facilities. DES reviews
applications for new public bathing facilities and also inspects and tests the water in existing public bathing
facilities to ensure that applicable requirements are being met.

On March 6, 2003, DES inspected the following public bathing facilities at the Salem Athletic Club
in Salem, NH: (a) the indoor pool, ~:"Pool"); (b) the spa in the women's locker room ("Women's Spa"); and
(c) the spa in the men's locker room ("Men's Spa");.

During this inspection, the following deficiencies were noted:

A recommendation to close and drain the Women's Spa was issued on March 10,2003. The
inspection on March 6, 2003 revealed that the Women ' s Spa was in violation of Env- W s 1103.14 and
unsafe for public use. The following bacterial violation was observed in the Women ' s Spa water:

The maximum allowable concentration ofnon-colifonn bacteria in public bathing facility
water is two hundred counts per one hundred milliliters (200 CTS/100mL). The Women's
Spa water contained greater than 200 CTS/100mL, confluent growth.

a.

2 A recommendation to close and drain the Men's Spa was issued on March 10,2003. The inspection
on March 6,2003 revealed that the Men's Spa was in violation of Env-Ws 1103.14 and unsafe for
public use. The following bacterial violation was observed in the Men's Spa water:

The maximum allowable concentration ofnon-coliform bacteria in public bathing facility
water is two hundred counts per one hundred milliliters (200 CTS/100mL). The Men's Spa
water contained greater than 200 CTS/100mL.

a.

Env-Ws 1103.16(e) requires a free residual chlorine concentration between 2.0 mg/L and 5.0 mg/L in
public spa water, with an absolute maximum of 10 mgJ'L chlorine. The chlorine concentration of the
Women's Spa water was 0.8 mg/L on March 6,2003.

4, Env-Ws 1103.16(t) requires a pH between 7.0 and 7.8 in public spa water. The pH of the Women's
Spa water was 8.0 on March 6,2003.

Pursuant to Env-Ws 1103.16(h), spa water temperature shall not exceed 104°F. The temperature of
the Men's Spa water was 107°F on March 6,2003.

6. Env-Ws 1104.01 requires the operator to test public bathing facility water for disinfectant residual,
pH, and temperature prior to use of a public bathing facility and every 4 hours during operation, to
record test results on a dated daily log sheet, and to maintain operational records for the previous
twelve months and make these records available to DES and patrons of the public bathing facility
upon request. The Men's Spa and Women's Spa records were not up to date at the time of inspection

A report outlining how compliance will be achieved with the cited deficiencies should be submitted
to DES within 30 calendar days from receipt of this letter. The report should include a copy of two weeks of
water quality test results for all facilities (please do not send originals).
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